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Abstract: Grouted sleeve connections are widely used in precast concrete structures for joining 
rebar. In order to understand the behavior of grouted sleeves under and after fire, tensile tests were 
carried out on grouted sleeves with threaded bars under three different thermo-mechanical loading 
conditions, including applying load when temperature is constant, heating when a constant 
mechanical load is maintained and applying mechanical loads at room temperature on previously 
heated grooves. Tensile tests of continuous rebar were also conducted for comparisons. Failure 
modes and degradation of mechanical properties of both grouted sleeve connections and continuous 
rebar subjected to above conditions were studied. It was found that temperature resistances of 
grouted sleeve connections with or without considering heating process were significantly different, 
while such differences were negligible for continuous rebar. It was also found that grouted sleeve 
connections could restore some of the mechanical capacities after they were cooled down to room 
temperature. Finally, predictive models were proposed for potential adoption in fire resistance 
design and post fire evaluation of grouted sleeve connections. 
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Notations 

,y Gf , ,yT Gf , ,yTp Gf  

equivalent yield strength of grouted sleeve connection at ambient 
temperature, elevated temperature and after elevated temperature, 
respectively 

,u Gf , ,uT Gf , ,uTp Gf  
equivalent ultimate strength of grouted sleeve connection at 
ambient temperature, elevated temperature and after elevated 
temperature, respectively 

,s GE , ,sT GE , ,sTp GE  

equivalent elastic modulus of grouted sleeve connection at ambient 
temperature, elevated temperature and after elevated temperature, 
respectively 

,y rf , ,yT rf , ,yTp rf  
yield strength of rebar at ambient temperature, elevated 
temperature and after elevated temperature, respectively 

,u rf , ,uT rf , ,uTp rf  
ultimate strength of rebar at ambient temperature, elevated 
temperature and after elevated temperature, respectively 
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,s rE , ,sT rE , ,sTp rE  
elastic modulus of rebar at ambient temperature, elevated 
temperature and after elevated temperature, respectively 

c ,u gf , c ,uT gf , c ,uTp gf  
ultimate strength of grouting material at ambient temperature, 
elevated temperature and after elevated temperature, respectively 

rε , Gε , gε  
relative expansion strain of rebar, grouted spice sleeve connection 
and grouting material, respectively 

rA , gA , sA  area of rebar, grout and sleeve, respectively 

0l , Tl  length of ambient and elevated temperature section, respectively  

ε  equivalent stain T Tl lε = ∆  

σ  axial stress applied on specimen 

n  load ratio ,σ= s yn f  

r  heating rate 

T temperature 

cT  critical temperature 

t heating time 

d  diameter of rebar 

1. Introduction 
Grouted sleeves connections with advantages of simple operation and reliable joint 

performance are widely used in precast concrete structures for joining rebars. The mechanical 
performance of some precast concrete structures with grouted sleeve connections were studied in 
the past decade, including beam-column connections [1], shear walls[2], columns-to-column 
connections[3] and column-to-foundation connections[4]. It was found that the mechanical behavior 
of the integrated structures was clearly affected by the grouted sleeve connections. In this respect, 
some researchers have conducted thorough and systematic studies on the mechanical behavior of 
grout sleeve connections. The parameters investigated include the shape of sleeves [5,6], rebar 
offset[7], bar size[8], head attached to the bar[9] and grouting materials[10]. These studies have shown 
that the strength of a grouted sleeve connecting two rebars can be higher than that of the individual 
rebar if the sleeve connection is properly designed. Design standards and guidelines[11-13] are now 
available to provide design requirement for grout sleeve connections. 

It is evident that recent research on the behavior of grout sleeve connections subject to normal 
ambient temperature has made significant progress and achieved fruitful results. However, modern 
practices often require reasonably robust design for structures under fire and for strengthening 
structures damaged by fire. This demands further research as the properties of rebar[14-21] , cement-
based materials[22-24] and their interactions[25-27] at elevated temperature are all significantly different, 
resulting in different mechanical behavior of grouted sleeve connections. Zhao[28], Wang[29], Zhang 
[30] studied tensile behavior of a half grouted sleeve connection subjected to uniform temperature 
and found that the failure mode of the half grouted sleeve connection was temperature dependent. 
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This dependence may become more complicated as, in a real fire situation, the temperature 
distribution in the structure is not uniform, leading to different thermal expansion and thermo-
mechanical responses of the material at different positions. It will not be sufficiently reliable to 
investigate fire behavior of grouted sleeve connections by considering uniform temperature. 
Furthermore, assessment of fire damage, such as residual strength of a connection, is also a critical 
issue. Currently, research on the mechanical behavior of grouted sleeve connections under various 
combination of thermal and mechanical loadings are rarely available. 

In order to systematically understand the tensile behavior of grouted sleeves under different 
thermo-mechanical conditions, the following three different load-temperature paths were 
considered in this research, including, Path-I: applying load when temperature is constant; Path-II: 
heating when a constant load is maintained; and Path-III: applying load after the connections were 
heated and cooled down to room temperature. For comparisons, tensile tests of continuous rebars 
were also conducted under the three load-temperature paths, respectively. The failure modes, 
mechanical properties of the grouted sleeve connections and the comparison with continuous rebars 
were studied. Finally, models for predicting mechanical properties of grouted sleeve connections 
were proposed. 

2. Experimental program 

2.1 Experimental design and specimens  
2.1.1 Experimental design 

In this paper, the test results of 33 grouted sleeve connections and 33 continuous rebars are 
reported for the three load-temperature paths mentioned in Section one, namely, Path-I: applying 
load when temperature is constant, which is to study the high temperature behavior of the specimens 
under constant temperature; Path-II: heating when a constant load is maintained, which is to 
simulate the behavior of specimens in real fire condition; and Path-III: applying load after the 
connections were heated and cooled down to room temperature, which is used to study the effect of 
temperature history on the behavior of the specimens. Graphic illustrations of the three paths are 
shown in Figure 1. 

 
 
 
 
 
 
 

 
 
 
 
 
 
 

 
 
 
 
 
 
 

a) path-I b) path- II c) path- III 
Figure 1 Sketch of the different temperature-load paths 

Nine grouted sleeve connections and 9 continuous rebars were tested subjected to Path-I 
loading at, respectively, 9 different constant temperature, i.e., 20°C, 100°C, 200°C, 300°C, 400°C, 
500°C, 600°C, 700°C, and 800C°. 15 grouted sleeve connections and 15 continuous rebars were 
tested for Path-II with a load ratio, ,σ= s yn f  , where σ   is the axial stress applied on a 
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specimen and ,s yf  is the equivalent yield strength of the specimen, of 0.5, 0.6, 0.7, 0.8, 0.9, 
respectively. The equivalent heating rate (to be defined later) is 7.50C/min, 14.30C/min and 
21.10C/min. For Path-III, 9 grouted sleeve connections and 9 continuous rebars were tested. The 
connections were heated up to, respectively, 20°C, 100°C, 200°C, 300°C, 400°C, 500°C, 600°C, 
700°C, and 800 °C. All the grouted sleeve connections are circular, having a diameter of 46 mm and 
a sleeve of 2.5mm thick. The length of the connection is 275mm and the rebar outside the sleeve is 
190mm long at both ends, as shown in Figure 2. 

 
 

       

 

Figure 2 Dimension of test specimen 

The GT14L fully-grouted sleeve with a tensile strength of 600MPa, which meets the 
requirements of technical specifications of JGJ107[11]and JG/T 398[12] , was chosen in this study to 
connect tapered rebars of diameter 14mm and made of steel grade HRB400. The measured strength 
of the threaded rebar at room temperature was 428MPa. The threaded rebar was cut to 320mm long 
according to the Chinese Standards[11] and the dimensions of the furnace. The CGMJM-VIII 
cementitious grout, which meets the requirements of Chinese Specifications JG/T408[13], was used. 
The measured strength of the grout after 28 days at room temperature was 114.95 MPa. 

    
a) Grouting material b) Fixed specimen  c) Pour grout d) Sample 

Figure 3 Fabrication process of specimens 
Prior to grouting, two threaded rebars were inserted into the ends of a sleeve and effort was 

made to ensure that the axes of the rebars were align to the axis of the sleeve. Cementitious grout 
with water cement ratio of 13:1 was injected into the sleeve by a grout pump through the grouting 
hole until excessive grout was pushed out from the grouting extraction hole. Two sealing rings were 
mounted at both ends of the sleeve to prevent grout leaking. The fabrication process of specimens 
can be seen in Figure 3. 

2.2 Test set-up and methodology 
2.2.1 Test set-up 

The fire tests were carried out at the Laboratory of Materials and Structures under Extreme 
Environment, Wuhan University in China. A universal test machine, a GW900 electrical furnace 
and an Imetrum non-contact Digital Image Correlation (DIC) measuring system were used to 
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record the performance of the connections when they were subjected both thermal and mechanical 
loadings. Figure 4 shows the set-up of a test where Figure 4(a) is a photo showing the overall 
arrangement of the test and Figure 4(b) is a sectional view of the furnace.  

The servo universal test machine has a maximum loading capacity of 300 KN with a 
precision of ± 0.5%. The GW900 furnace is capable of simulating temperatures up to 1200 °C 
(± 30C). The temperature inside the furnace was measured by taking average of three 
thermocouples located at three different positions. 

 

 

a)  Overall setting b) Sectional view  
Figure 4 Test set-up and instruments 

Compared to the traditional displacement measurement through direct contact, the no-contact 
displacement measurement system is advantageous in high temperature tests. The DIC systems 
provides accurate and continuous multiple point-to-point measurements of displacements of a 
region.  

2.2.2 Test methodology 

As shown in Figure 1, under Path-I, the specimens were heated to a specific temperature at a 
heating rate of 10 0C/min. The temperature was maintained for 3 hours so that a uniform temperature 
field was achieved in the furnace. The specimens were then stretched at a speed of 1.2mm/min until 
they failed. During the heating stage, the specimens were not fully restrained to allow free expansion. 
Under Path-II, the specimens were stretched at a speed of 100N/s to a specific load level and were 
then heated at a heating rate until the specimen failed. Under Path-III, the specimens were heated to 
a targeting temperature at a heating rate of 10 0C/min. The temperature was maintained for 3 hours. 
The specimens were cooled down to the room temperature and stretched then at 1.2mm/min until 
the specimen failed. 

The deformation and tensile force were measured from all the tests. The critical temperature, 
at which a specimen breaks, was also measured under Path-II. In the fire tests, it was difficult to 
measure the deformation of the specimen inside the furnace directly. Based on the deformation 
modification method[31], the deformation of a specimen inside the furnace was obtained by 
modifying the deformation between two measured points out of the furnace. 
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a) Connection and rebar c) Connection 

Figure 5 Heated area of specimens 

It was observed that if the heated area includes both connection and parts of outside rebar, as 
shown in Figure 5(a), all the specimens finally failed due to the failure of the rebar. Thus, in order 
to study failure of a connection, the rebar inside the furnace was insulated from high temperature so 
that only the connection was heated during the test, as shown in Figure 5(b).   

3. Experimental results and discussion 
3.1 Loading under constant temperature (Path-I) 
3.1.1 Failure mode 

Possible failure modes under Path-I load include bond failure (Figure 6a) and rebar rapture. 
Rebar rapture occurred both outside (Fig.6b) and inside (Fig.6c) the sleeve. 

   

a) Bond-slip failure b) Outside rebar rapture 
c) Inside rebar rapture near the 

sleeve end 
Figure 6 Final failure mode under Path- I 

When the temperature outside the sleeve is below 4000C, the sleeve fails due to outside rebar 
rapture (Fig.6b) when the applied tensile strength exceeds the strength of the steel rebar at room 
temperature. The bond strength between the rebar and the grout is gradually reduced as the 
temperature continued to increase. However, at this stage, the overall strength of the sleeve 
connection is still stronger than the strength of steel rebar at room temperature. When the outside 
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temperature reaches 500 0C, bond failure (Fig.6a) occurs once the bond stress exceeds the bond 
strength. The bond strength between the rebar and the grout decreases rapidly and gradually so that 
the overall strength of the sleeve connection become weaker than the strength of rebar at room 
temperature.   

 
a）Distribution of stress with low load level 

 
 
 
 
 

 
 

b）tensile stresses in rebar c） bond stresses 
Figure 7 Stress inside the connection 

When the outside temperature exceeds 5000C, all specimens fail due to rebar rapture occurs 
inside and near the top end of the sleeves. Figure 7 illustrates the distribution of tensile stresses in 
the rebar and shear stresses along the bond inside the sleeve [31]. It is found that the maximum tensile 
stress of rebar inside the sleeve occurred near the sleeve edge and is slightly smaller than the stress 
of the rebar away from the connection. However, the rebar inside the connection is always subjected 
to a higher temperature in the test, and prone to fail earlier. Therefore, all failure occurred near the 
top end of the sleeves. 

3.1.2 Comparison with continuous rebar 

In this Section, the equivalent strain-stress relations, tensile strengths and elastic modules of 
the grouted sleeve connections under elevated temperature are compared with those of continuous 
rebar, as shown in Figures 8 and 9. The test results shown in the figures were obtained under load 
Path-I.   
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Figure 8 Stress-strain curves under path-I 

For a connection or a continuous rebar fails due to rebar rapture, if there is an obvious yield 
plateau in the stress-strain curve, the equivalent yield strength is defined as the lower yield point. 
Otherwise, the 0.2% offset yield strength applies. For a connection with bond failure model, the 
equivalent yield strength is the stress that causes first sudden increase of strain. For all the cases, 
the equivalent ultimate stress is the maximum stress of a stress-strain curve, and the equivalent 
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elastic modulus is calculated from the initial slope of the stress-strain curves. 
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a) Strength b) Elastic modulus 

Figure 9 Comparison of mechanical properties between grouted sleeve and continuous rebar under 
Path-I 

In the above Figures, ,yT Gf   and ,uT Gf  are equivalent yield strength and ultimate strength of a 
grouted sleeve connection at elevated temperature, respectively; ,yT rf   and ,uT rf  are yield 
strength and ultimate strength of a continuous rebar at elevated temperature, respectively; ,sT GE

and ,sT rE  are equivalent elastic modulus of a grouted sleeve connection and elastic modulus of a 
continuous rebar at elevated temperature, respectively.  

As shown in Figure 9 (a), when the heating temperature is below 400 0C, the connections fail 
due to rebar rapture outside the connections, thus, the strength of the grouted sleeve connections is 
the same as that of a continuous rebar at room temperature. The ultimate strength of the sleeves is 
also the same as that of the continuous rebar under room temperature. When the heating temperature 
exceeds 400 0C, the equivalent ultimate strength of the grouted sleeve connections is always greater 
than that of the continuous rebar. It can be concluded that under load Path-I the sleeve connection 
is unlikely to fail first, independent of temperature. Thus, it is recommended that for Path-I design 
the strength of continuous rebar should be used as the strength of a grouted sleeve connection at 
elevated temperature. As shown also in Figure 9 (b), the elastic modulus of the grouted sleeve 
connections is always greater than that of continuous rebar since the slip between rebar and grout 
was very small in the elastic stage. 

3.2 Heating under constant load (Path-II) 
3.2.1 Failure mode 

Figure 10 shows failure mode of a sleeve connection under load Path-II. Because both the 
tensile strength of rebar and the bond strength are reduced due to rebar softening and bond 
degradation when the heating temperature exceeds 5000C, the inside rebar raptured near the edge of 
the sleeve. The detailed analyses of the failure can be seen in Section 3.1. 

王 叹
review 1 said：The description of notations need not be repeated several times.Whether to retain this part or not？
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a) Local views b) Complete view 

Figure 10 Failure mode under path-II 

3.2.2 The influence of load level and heating rate 

In a real fire situation, the rebar at different positions in a structure are subjected to different 
loads and heating rates. In this Section, load ratio, n , and heating rate r  are studied to understand 
fire resistance of the connection under Path-II. The load ratio n  ranges from 0.5 to 0.9 at every 
0.1. As shown in Figure 11, the equivalent heating rate calculated from the equal area method[32]，

which equates the area under the actual heating rate curve to the one under the equivalent heating 
rate curve, are 7.50C/min, 14.30C/min and 21.10C/min, respectively. To save the space and without 
loss of generality, Figures 12 (a) and (b) show only the influence of heating rate under load ratio 

0.5n = and the influence of load ratio under heating rate 014.3 /r C min= , respectively, on the 
temperature-equivalent strain relations.  
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Figure 11 Time-temperature curve in the furnace 

  
a) The influence of heating rate under load 
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Figure 12 Temperature via equivalent strain of grouted sleeve connections and continuous rebar 
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It can be seen from Figure (12) that the strain of the connection increases exponentially as 
the temperature increases. The equivalent strain of the connection, which consists of bond-slip and 
elongation of rebar, is less than the strain of a continuous rebar due to the fact that under the same 
load the stress in the continuous rebar is far greater than that of the rebar inside the connection.  

For the grouted sleeve connections with the same load ratio, a lower heating rate results in 
greater strain at the same temperature. This is because more time is required to reach the targeting 
temperature when the heating rate is lower, thus more creep strain will occur. Under the same 
heating rate and temperature, the grouted sleeve connections have greater strain when the load ratio 
is higher. This is not obvious in the early stage of heating until the temperature is higher when the 
creep strain of sleeve become significant. All above observations apply also to the strain of 
continuous rebar. 
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a) Influence of heating rate b)  Influence of load ratio 
Figure 13 Influence of heating rate and load ratio on critical temperature  

Figure 13 shows the influence of heating rate and load ratio on the critical temperature, cT , of 
the connections and continuous rebar. When they are under the same heating rate, the higher the 
load level is, the lower the critical temperature will be. When they are subjected to the same load 
ratio, a higher heating rate always results in a higher critical temperature. It can be found that a 
grouted sleeve connection has enhanced temperature performance than a continuous rebar does, 
which is attributed mainly to: (a) the stress of the rebar inside the grouted sleeve connection is 
smaller than that of a continuous rebar due to the bond that redistributes the stress, and (b) compared 
to rebar outside the sleeve, more time is required for the core of the grouted sleeve connection to 
reach the same temperature due to the reduced thermal conductivity. It can also be found that the 
effect of heating rate on the high temperature performance of the grouted sleeve connections was 
more obvious than that of continuous rebar, as the rate affects the temperature gradient across the 
section of the grouted sleeves. 

3.3 Loading after elevated temperature (Path- III) 
3.3.1 Failure mode 

The primary failure modes of a grouted sleeve connection under load path-III are rebar rapture 
outside the connection and bond failure, which are shown in Figure 14.  
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a) Rebar rapture outside the connection a) Bond failure 
Figure 14  Failure modes under path-III 

For a grouted sleeve cooled down from a peak temperature below 5000C, failure occurs due to 
rebar rapture outside the connection (Fig.14a) as the stress in the rebar exceeds the tensile strength 
first, which is an ideal failure mode (no connection failure) in practical application. When the peak 
temperature exceeds 500 0C, the sleeve fails due to bond failure as the bond stress exceeds bond 
strength between the rebar and the grouting material. When the peak temperature ranges from 6000C 
to 8000C, the effect of temperature history on the bond strength is obvious. The overall strength of 
sleeve connection is weaker than the tensile strength of the rebar under higher experienced 
temperature. 

3.3.2 Comparisons with continuous rebar 

Comparisons of equivalent strain-stress, strength and elastic modules between the grouted 
sleeves and continuous rebar under Path-III are shown in Figure 15 and Figure 16, respectively. 
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Figure 15 Equivalent strain-stress curve under path-Ⅲ 
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Figure 16 Comparison of mechanical properties between grouted sleeves connection and 
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continuous rebar under Path-III 
In the above figures, ,yTp Gf and ,uTp Gf are equivalent yield strength and equivalent ultimate strength 
of a grouted sleeve connection after elevated temperature, respectively; ,yTp rf , ,uTp rf are equivalent 
yield strength and equivalent ultimate strength of a continuous rebar after elevated temperature, 
respectively; ,sTp GE  , ,sTp rE   are equivalent elastic modulus of a grouted sleeve connection and 
elastic modulus of a continuous rebar after elevated temperature, respectively. 

When the peak temperature from which the specimens were cooled down was below 500 0C, 
the connections fail due to rebar rapture outside the sleeve, thus the overall strength of a grouted 
sleeve connection is the same as that of the rebar it connects. When the peak temperature exceeds 
500 0C, the strength of a grouted sleeve connection is lower than that of a continuous rebar and the 
connection fails due to bond failure. Thus, the bond strength represents the strength of the 
connection. It is worthy of noting that bond strength decreases more quickly than the strength of 
continuous rebar as temperature increases. Contrary to a continuous rebar whose elastic modulus 
can be fully recovered when the temperature is back to normal after being exposed to fire, the 
reduction in elastic modulus of a grouted sleeve connection due to elevated temperature is 
permanent. This is because the high temperature reduces the strength of the grouting material, which 
may have caused internal cracking and debonding that contributes in the permeant loss of bond 
stiffness.  

4. Comparative analysis and calculation methods 
4.1 Comparisons between Path-I and Path-II 

The failure modes of load Path-I are rebar rapture outside the sleeve, bond failure and rebar 
rapture inside the sleeve. For Path-II, all the sleeve connections fail due to rebar rapture inside and 
near the edge of the sleeves. The detailed analyses of the failures can be seen in Section 3. 
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Figure 17 Comparisons of equivalent ultimate strength between Path-I and Path-II 

Figures 17 (a) and (b) show comparisons of the equivalent ultimate strength at different 
temperature between Path-I and Path-II of the grouted sleeve connections and the continuous rebars, 
respectively. For the grouted sleeve connections, the low heat conduction rate of the grouting 
material creates a large temperature gradient between the core and the external surface of the grouted 
sleeves under Path-II, while there is no temperature gradient under Path-I because a uniform 
temperature field has been achieved after the sleeve is heated under a constant temperature for 3 
hours. Therefore, high temperature performance of grouted sleeves under Path-II is higher than 
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under Path-I. However, this advantage is reduced as the heating rate decreases because the 
temperature gradient with the sleeves becomes smaller. Therefore, the fire resistance of Path-I is 
conservative in fire resistance design, especially when heating rate is higher. As for a continuous 
rebar, the high temperature performance under Path-II with a low heating rate is close to the high 
temperature performance under Path-I. This is due to that the cross section of the continuous rebar 
is very small, resulting in a smaller temperature gradient and a rather uniform distribution of 
temperature. Thus, the effect of heating rate on the high temperature performance under Path-II is 
small. 

4.2 Comparisons between Path-I and Path-III 

When the temperature is below 5000C, the failure modes of grouted sleeve connections under 
Path-I and Path-III are the same, and all the tested sleeves shows rebar rapture outside the sleeves. 
However, as the temperature exceeds 5000C, their failure modes are different. For grouted sleeve 
connections under Path-I, the failure mode changes from bond failure to rebar rapture inside the 
sleeves as temperature increases. For grouted sleeve connections under Path-III, the tests shown 
only rebar rapture inside the sleeves. The detailed of the failures have been studied in Section 3. 
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Figure 18 Comparisons of mechanical properties of grouted sleeves between Path-Ⅰ and Path-Ⅲ 

Figure 18 (a) shows comparisons of the strength of the grouted sleeve connections at different 
temperature between Path-I and Path-III. For temperatures below 4000C, all the grouted sleeve 
connections fail due to rebar rapture outside the sleeves, thus, the strength of all the grouted sleeve 
connections is the same as that of the rebar at the same temperature. When the temperature reaches 
5000C, the strength of the sleeves under Path-III is greater than under Path-I. The grouted sleeve 
connections under Path-III finally fail due to rebar rapture outside the sleeves. The grouted sleeve 
connections under Path-I fail due to bond failure. Therefore, the bond strength of the grouted sleeves 
under Path-III is higher than that under Path-I, suggesting that bond strength loss due to elevated 
temperature may have been partially restored. According to studies of Robins P J[33] and Einea et al, 
bond strength is related to the strength of grouted material and the lateral pressure, the strength of 
grouted material under and after elevated temperature are close to each other[34], however, the lateral 
pressure provided by sleeve under high temperature is greater than that after high temperature，thus 
the bond strength have partially restored. When the temperature exceeds 5000C, it can also be found 
that strength of the grouted sleeves under Path-III is greater than that under Path-I. Under Path-I, 
the tensile strength of rebar decays rapidly as the temperature increases and rebar rapture occurs 
eventually inside the sleeves. However, rebar rapture does not occur inside the sleeves due to the 
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above-mentioned restored strength of the rebar under Path-III. Figure 18 (b) shows comparison of 
elastic modulus of the grouted sleeve connections between Path-I and Path-III. It can be seen that 
the elastic modulus of the grouted sleeve connections under Path-III is greater than that under Path-
I when the temperature ranges from 20 0C to 800 0C, illustrating some stiffness restoration of the 
grounded sleeve connections, which is related to bond strength.    

4.3 Calculation methods 

In this Section analytical calculation formulas are proposed on the basis of the observations 
from and the discussions on the experimental results. 

Under Path-Ⅰ, when the heating temperature is below 400 0C, the strength of the grouted sleeve 
connections is the same as the strength of rebar at room temperature. When the heating temperature 
exceeds 400 0C, the strength of the grouted sleeve connections decreases rapidly. The equivalent 
elastic modulus of the grouted sleeve connection decreases as the heating temperature rises from 20 
0C to 800 0C. The proposed equations for equivalent strength and elastic modulus of heated grouted 
sleeve connection are shown in Eqs. (2)-(3) by curve fitting to the test data, as shown in Figure 19.  
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Where ,y Gf  and ,yT Gf are the equivalent yield strength of a grouted sleeve connection at 
room and elevated temperature T, respectively; ,u Gf and ,uT Gf  are the respective equivalent 
ultimate strength of a grouted sleeve connection at room and elevated temperature T; ,s GE and

,sT GE are the equivalent elastic modulus of a grouted sleeve connection at room and elevated 
temperature T. The ratios of the strength and the modulus represent their respective reduction 
factors that are shown by the fitted curves shown in Figures 19 and 20. 

Figure 19 Curve fitting the test results of Path-Ⅰ 
Under Path-III, the equivalent yield strength and the equivalent ultimate strength of grouted 

sleeve connections do not show any difference with the strength at room temperature when the peak 
temperature does not exceed 500 0C and 600 0C, respectively. The equivalent yield strength and the 
equivalent ultimate strength of a grouted sleeve connections decreases almost linearly when the 
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peak temperature exceeds 500 0C and 600 0C, respectively. The equivalent elastic modulus of a 
grouted sleeve connections also decreases almost linearly with increase of the peak temperature. 
The proposed equations for equivalent strength and elastic modulus of heated connections are shown 
in Eqs. (4)-(7) by curve fitting to the test data, as illustrated in Figure 20.  
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Where ,yTp Gf , ,uTp Gf  and ,sTp GE are equivalent yield strength, equivalent ultimate strength 
and equivalent elastic modulus of a grouted sleeve connection at peak temperature pT , 
respectively. 
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Figure 20 Curve fitting the test results of Path-III 

5. Conclusions 
In this paper, experimental investigations on the behavior of grouted sleeve connections under 

different thermal-mechanical loading paths have been presented. The load paths were proposed to 
meet different fire resistance design requirements. Failure modes and degradation of mechanical 
properties of the grouted sleeve connections were studied. On the basis of the test results, formulas 
for predicting strength and stiffness of the connections were proposed based on curve fitting. From 
the present study, the following conclusions can be drawn: 

(1) Possible failure modes under Path-I loading include bond failure and rebar rapture. Rebar 
rapture occurred both outside and inside the sleeve. Under load Path-II, the inside rebar rapture 
occurs near the edge of the sleeve. The primary failure modes of a grouted sleeve connection under 
load Path-III are rebar rapture outside the connection and bond failure. 

(2) Under load Path-I, the strength of a grouted sleeve connection is always greater than that of a 
continuous rebar when the heating temperature exceeds 400 0C, while the elastic modulus of a 
grouted sleeve connection is always greater than that of continuous rebar, independent of 
temperature. Under load Path-II, a grouted sleeve connection has enhanced high temperature 
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performance than a continuous rebar does. Under load Path-III, the strength of a grouted sleeve 
connection is lower than that of a continuous rebar when the peak temperature exceeds 500 0C. 
Contrary to a continuous rebar whose elastic modulus can be fully recovered, the reduction in elastic 
modulus of grouted sleeve connection is permanent.  

(3) High temperature performance of a grouted sleeve under Path-II is higher than under Path-
I. However, this advantage is reduced as heating rate decreases. The strength of a sleeve connection 
under Path- III is greater than under Path-I when temperature reaches 5000C, while the elastic 
modulus of the grouted sleeve connections under Path-III is always greater than that under Path-I, 
independent of temperature. 
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